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Measurement name: 2020-08-24T13:13:27 
Measurement time: 2020-08-24 13:13:27 
Report time:  2020-08-27 14:16:04 
Device:   GL SPHERE 2000 SPECTIS 1.0 VIS 
Power:   IT7321 AC ITECH 
Ambient Temperature: 25 [C]  

 

Client name: LED line® 
Model name: Tri-Proof Linker 55W 7150lm 4000K 
Item No: 470713 
Serial No.: 07302 

Made by: Radosław Kośnik 
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CIE 1931 2˚observer 

x 0,3803 

y 0,3743 

u' 0,2260 

v' 0,5005 

L 100,00 

a 11,25 

b 31,11 

X 6773,43 

Y 6666,18 

Z 4370,76 

Other 

CCT [K] 3986 

Chromaticity Error 0,003 

Color Peak 593,14 

Color Peak Value 116,85 

Color Dominant 579,8 

Luminous Flux [lm] 7063,86 

Purity  

Radiometric 20,6359 

PAR  

PPFD  

Luminous Efficacy 135,1448 lm/W 

Power [W] 52.2688 

Power Factor 0.965 

Current [A] 0.235457 

Voltage [V] 230.036  

Duv 0,0012 

Rendering Indices 

Ra 84,3 

R1 83,1 

R2 92,0 

R3 95,8 

R4 81,5 

R5 82,9 

R6 88,0 

R7 85,3 

R8 65,4 

R9 14,0 

R10 80,1 

R11 80,1 

R12 65,0 

R13 85,7 

R14 98,3 

CIE 1964 10˚observer 

x 0,3862 

y 0,3725 

u' 0,2307 

v' 0,5005 

L 100,00 

a 15,16 

b 30,96 

X 7361,32 

Y 7099,04 

Z 4599,12 

Metamerism Indices 

Mivis 2,0 

Miuv 3,8 
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